.DGN/ 6-26-2001 14:43/HRJ

SEMPRA E1

230KV SDG&E TRANSMISSION SYSTEM

230KV SDG&E TRANSMISSION SYSTEM

230-18KV

VAAAY
A~ 150/200/250MVA

OA/FA/FA

[é 8000A
18KV

ST1
250MVA
18KV, 0.85PF

COND CCw
PUMP A

)

|

HRSG
PNL A

DRIP

PUMP A PUMP A

)

|

PANEL A

STEAM TURBINE 4160V MCC
—

Lo

)

|

TURBINE
MCC A

{3 (——
0
1 1
J J
wdou 230-18KV wloo 230-18KV
OA/FA/FA OAFA/FA
15200V 18- 16KV
~ 8000A 8000A WA 59 OMVA
OA/FA 18KV 18KV T onra
) CT1
ZZOM\/A 220MVA )
18KV, 0.85PF 18KV, 0.85PF
_ _ 4160\/ SWNCHGEAR _ _ | 4W60\/ SWI T‘CHCEAR
LCI CTI é}
[SOL EXCIT
KFMR KFMR BFP1A BFP1B BFP2A
CAANY

oL
)

1
bl

!

)

BFP2B TRANSFORMER

COND CCwW DRIP
PUMP B PUMP B PUMP B

STEAM TURBINE 480V SWITCHGEAR

HRSG PANEL B TURBINE
PNL B MCC B

WASH MCC A

5

CT 480V SWITCHGEAR
—

‘ WATER TREATMENT COOLINC TOWER

4160V MCC

) ‘) ) ‘) ‘
CTI CTI CT2 CT2 POWER j: \% NT'\ T
MCC B MCC A MCC B PANEL
COOLING CWP A CWP B WT MCC COOLING
TOWER TOWER
MCC MCC
Burns FIGURE 2.4-5 project 97085
McDonnell Electrical One-Line Diagram —
contrac
dm,e JUNE 25, 2001 Palomar Energy Project dwg. no. cev.
designed ) STEPHENS SK-E1 = A




